Date Issued: July 31, 2013
Occupancy ID: 04715

Permit
This is to certify that

Name: Loyola Whelan Children's Center
2020 Calhoun ST
Address: New Orleans La 70118

has been granted permission by the New Orleans Fire Prevention Division to carry out the proposed activity in compliance with all the requirements of codes, Ordinance No. 4912 and/or Ordinance No. 22958 M.C.S., as amended and any other laws or regulations applicable thereto.
This permit expires: July 31, 2014 but may be revoked for cause.

Issued for:
The Operation of a Daycare Facility
Capacity=63 (Sixty-three Children)

Charles Parent
Superintendent of Fire

Elbert R. Thomas, Jr.
Chief of Fire Prevention

Issued By: [Signature]
Badge#: 712
NEW ORLEANS FIRE DEPARTMENT—FIRE PREVENTION DIVISION
317 DECatur STREET N.O., LA. 70130 TEL: 658-4770 FAX: 565-7851
MAINTENANCE / OCCUPANCY INSPECTION FORM

DATE: __________________________ ORLEANS PARISH

SITE ADDRESS: 2020 Carrollton St. ZIP: 70118 BUSINESS NAME: Loyola University Phone #: 864-7773 FAX: 864-7778

OWNER: Loyola University ADDRESS: Same PHONE #: FAX #: __________

CONTACT/MANAGER: Roslynn Oubre PHONE #: 864-7773 OCCUPANCY TYPE: Dry Clean

KEY HOLDER: Roslynn Oubre PHONE #: 667-2853 FIRE ALARM SYSTEM CONTACT: Priority One Systems PHONE #: 867-8884

PREMISE INFORMATION:

Total No. of Floors __________ Total Building Sq. Ft. 1862
No. of Floors Above Grade ___ Below Grade ___ Full ___ Partial ___
No. of Stairs __________ No. of Exit Stairs __________
No. of Elevators __________
No. of Fire Escapes __________ Fire Pack: Yes ___ No ___ Location:
Occupancy Capacity ___ Approx. Year Built: 1984
FDC Location: __________ Distance to Hydrant: ___

BUILDING CLASSIFICATION:

Structure Type ___ Construction Type ___ Building Style ___ Building Vacant / Occupied ___

MAIN FLOOR:

Length ___ Width ___ Area (Sq. Ft.) 1862
Floor Construction ___ Exterior Wall Construction ___ Interior Wall Construction ___

ROOF:

Type ___ Material ___ Construction: ___

FIRE PROTECTION FEATURES:

Wet Standpipe ___ Dry Standpipe ___ Extinguishers ___
Wet Sprinkler ___ Full ___ Partial ___ Automatic ___ Manual ___
Dry Sprinkler ___ Full ___ Partial ___ Automatic ___ Manual ___
Hood System ___ Fire Pump ___ Generator ___
Halon / Clean Agent System ___ Fire Alarm ___ Full ___ Partial ___
Smoke / Heat Detectors ___ Pull Stations ___

HAZARDOUS MATERIAL:

Chemical Common Name ___ Approx. Quantity ___ Chemical Location ___
Container Type ___

The above violations must be corrected before __________________________

If any of these violations exist after that date, an additional inspection fee will be assessed and municipal charges may be filed. IFC 2006 (Amendments) 105.8.

Violations Noted:

GENERAL: (IFC 2006—Ch. 1)

EXITS: (IFC 2006—Ch. 10)

ELECTRICAL: (IFC 2006—Ch. 6)

FIRE PROTECTION SYSTEMS: (IFC 2006—Ch. 9)

FIRE EXTINGUISHERS: (IFC 2006—Ch. 9)

COMpressed Gases: (IFC 2006—Ch. 30)

FLAMMABLE LIQUIDS: (IFC 2006—Ch. 34)

STORAGE: (IFC 2006—Ch. 10)

CONFIDENCE TESTING: (IFC 2006—Ch. 1)

PERMITS: (IFC 2006—Ch. 1)

MISCELLANEOUS:

OTHER VIOLATIONS / NOTES:

FEE(S) DUE:

Inspection Fee(s) $ Permit Fee(s) $ 50.00

Total Fees Due $ 50.00

IFC 2006 (Amendments) 105.8. All fees are to be paid by check or money order made payable to the City of New Orleans. Send payment along with a copy of this form to:

Fire Prevention Billing
317 Decatur Street
New Orleans, Louisiana 70130

Signature of Building Representative: __________ Title: Director

Inspected By: __________ Badge # or Company #: 712

Fire District __________